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SUMMARY
 Direct liquid cooling (DLC)
delivers operational savings 
and sustainability benefits, 
yet its adoption is fringe. 
Most data center operators 
predict a substantial 
increase in use within five 
years, particularly for cold 
plate systems. However, 
concerns over the cost 
of change, coolant leaks, 
supply chain challenges and 
system failures persist.

ABOUT THIS SURVEY
The Uptime Institute Direct 
Liquid Cooling Survey 2022 was 
conducted in December 2021 
and January 2022 and had 179 
end user respondents.

54%
Better environmental 
sustainability

49%
A current need to handle 
high-density IT racks

42%
Cost savings 
from a reduced 
footprint (e.g., 
fewer racks for 
same IT capacity)

33%
Future-
proofing the 
infrastructure 
for long term

22%
Reduced IT 
component 
failure rates

Energy savings are the most attractive driver
Which of the following benefits would most likely convince your organization to 
switch to DLC for your owned data center(s)? Choose all that apply. (n=106)

67%
Cost savings from 
reduced energy 
consumption

 

6%
None 
of the 
above
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DLC use remains sporadic, but interest is high

61%

22%

11%

6%

We do not use DLC and would
not consider using it in the future

We do not use DLC but would
consider using it in the future

We currently use DLC and 
plan to expand its use

We currently use DLC but have
no plans to expand its use

 

DLC use remains sporadic but interest is high
Do you currently use, or are you considering using, any DLC technology in your 
owned data centers? (n=179)
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Percentage response (n=119)
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Most predict significant adoption within five years
Looking ahead three to five years, what percentage of your IT racks (if any)
do you expect to incorporate DLC? (n=119)
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About Uptime Institute
Uptime Institute is the Global Digital 
Infrastructure Authority. Its Tier 
Standard is the IT industry’s most 
trusted and adopted global standard 
for the proper design, construction, 
and operation of data centers – the 
backbone of the digital economy. 
For over 25 years, the company has 
served as the standard for data center 
reliability, sustainability, and efficiency, 
providing customers assurance that 
their digital infrastructure can perform 
at a level that is consistent with their 
business needs across a wide array of 
operating conditions. 

With its data center Tier Standard 
& Certifications, Management & 
Operations reviews, broad range 
of related risk and performance 
assessments, and accredited 
educational curriculum completed by 
over 10,000 data center professionals, 
Uptime Institute has helped thousands 
of companies, in over 100 countries 
to optimize critical IT assets while 
managing costs, resources, and 
efficiency. 

Uptime Institute is headquartered in 
New York, NY, with offices in Seattle, 
London, Sao Paulo, Dubai, Singapore, 
and Taipei. For more information, please 
visit www.uptimeinstitute.com

All general queries:
Uptime Institute 
405 Lexington Avenue,  
9th Floor, New York,  
NY 10174, USA 
+1 212 505 3030
info@uptimeinstitute.com

Concerns around cost of change and faults are common
Which of the following do you consider major hurdles in deploying DLC for your 
owned data centers? Choose no more than three. (n=104)

11% Other (please specify)

22%
IT 
component 
failures

38%
Sta ng concerns 
(e.g., training, safety)

33%
Maintaining 
cooling availability

41%
Supply chain di culties,
including both IT 
and facilities equipment

40%
DLC system failures

57%
Increased cost

50%
Coolant leaks
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Cold plates are the most popular but many are undecided
Which types of DLC is your organization considering for your enterprise data 
centers? Choose all that apply. (n=110)

Cold-plate system with dielectric coolant

Partial (chassis-based) immersion

Full immersion (single-phase)

Full immersion (two-phase)

Other (please describe)

Don't know

33%

21%

18%

15%

15%

6%

35%

Cold-plate system with water / glycol
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Uptime Institute Direct Liquid Cooling Survey 2022: end user demographics
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Asia-Pacific
(not China)

US & Canada

Russia & CIS

China

Europe

Middle
East

Africa

Latin America 10%

39% 27%

7%
3%

3%

3%

8%

Colocation / multi-
tenant data centers 23%

Technology 19%

Transportation 11%

Media 9%
Design & engineering 8%

Data center
equipment supplier 7%

Utilities / energy 4%
Retail / wholesale / 

distribution 4%

Manufacturing 3%
Healthcare / 

pharmaceutical 3%

Insurance 3%

Government 3%

Financial 2%

Verticals (n=179)

17%
Senior executive 
(VP or C-level)

11%
IT manager

13%
Design engineer

12%
Critical facilities 
operations sta�

47%
Critical facilities 
manager

Job function (n=179)Company location (n=146)


